
CAST IRON COVER WITH
THE WORD WATER ON TOP

ADJUSTABLE CI
VALVE BOX

VALVE BOX CENTERED ON
AXIS OF OPERATING NUT

OPERATOR EXTENSION
(REQUIRED IF VALVE NUT
IS DEEPER THAN 7' FROM

FINISHED GRADE)

VALVE BOX NOT TO REST
ON OPERATING ASSEMBLY

VALVES 8" AND LARGER SHALL BE PROVIDED
WITH A PRECAST CONCRETE PAD

CENTERING
DEVICE (TYP)

SEE NOTE NO. 1 BELOW

NOTES:

1.  PICK HOLES IN LID SHALL HAVE A (MIN) 1/4" LIP FOR LIFTING.

2.  VALVE BOX SHALL BE RICH "MEDFORD" 931 OR TYLER/UNION 7016-7026.


